PRECAST MANHOLE

5'—0" MIN.

SECTION SET INTO
WET CONCRETE

EXISTING PIPE
_\ yd= =

REMOVE CROWN OF
KPIPE AFTER MANHOLE

GASKET (FERNCO MH.

ADAPTER OR EQUAL)

NON—SHRINK
\/EPOXY GROUT

12" MIN.

7'=0" MIN.

CENTERS BOTH WAYS

Va

STANDARD 48" RISER
WITH CUTOUT (MIN.)

4000 PSI CONCRETE
POURED AGAINST
UNDISTURBED EARTH ]

EXISTING

PIPE‘\

1/

BENCH SLOPED
1" PER FOOT

CONCRETE BASE
POURED IN PLACE

NOTE:
EXISTING PIPE TO REMAIN UNTIL EXFILTRATION OR VACUUM
TEST ON MANHOLE 1S ACCEPTABLE TO AUTHORITY.
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