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NOTE: WHERE TEST TEE IS NOT REQUIRED, 
SERVICE CONNECTION SHALL BE EXTENDED 
TO ONE FOOT BEHIND CURB AND PLUGGED. 
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NOMINAL SLOPE 2.0% 
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4" PVC SDR 26 ASTM 3034 
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IS FURTHEST AWAY FROM CURB 
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NOTE "S” THIS CONTRACTOR TO INCLUDE THE FOLLOWING IN HIS WORK: 

1. CONNECT NEW PVC SEWER LATERAL TO EXISTING HOUSE CONNECTION 
FOLLOWING PROPER TESTING; AND APPROVAL BY AUTHORITY. 

2. ALL OF THE FOREGOING WORK, MATERIALS, TECHNIQUES, RESTORATION 
AND ETC. TO BE DONE TO THE SATISFACTION OF THE AUTHORITY ENGINEER. 
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