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[55 GAL. BARREL 
OF H,0 OR OTHER 
CONTAINER WATER MAIN 

HYDROSTATIC PRESSURE TEST CONFIGURATION 
NOT TO SCALE 

NOTES: 

ALL TESTING EQUIPMENT AND FITTINGS MUST BE DISINFECTED IN ACCORDANCE 
WITH PRA SPECIFICATIONS PRIOR TO TESTING 
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